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PROPOSED 125mm
OUTSIDE DIAMETER

PE-80 SDR 17
WATERMAIN TO

CONNECT TO
EXISTING 5" uPVC

WATERMAIN AT
THIS POINT

THIS SECTION OF EXISTING 3"
ASBESTOS WATERMAIN (SHOWN WITH
"X" LINE) TO BE ABANDONED AFTER
INSTALLATION OF THE PROPOSED
125mm OUTSIDE DIAMETER PE-80 SDR
17 WATERMAIN. ANY DWELLINGS OR
PREMISES SERVICED ALONG THE
LENGTH OF THE ABANDONED
WATERMAIN ARE TO HAVE NEW
CONNECTIONS MADE TO THE
PROPOSED WATERMAIN
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NOTE:

· NO HYDRANTS ARE CLOSER THAN 6m TO A PROPOSED OR
EXISTING STRUCTURE. NO PROPERTY WITHIN THIS
PROPOSED DEVELOPMENT IS MORE THAN 46m FROM A FIRE
HYDRANT.

· NO NEW WATERMAIN WITHIN THE PROPOSED DEVELOPMENT
UP TO AND INCLUDING 150mm Ø IS LAID WITHIN 3m OF AN
EXISTING OR PROPOSED STRUCTURE.

· ALL WATERMAIN "T" JUNCTIONS HAVE BEEN SHOWN AT 90
DEGREE ANGLES.
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